Attach spare wire in 3C/14 to
grounding connection on signal

indication

Pipe arm welded to angle
brace, threaded on top for
signal indication installation

89 x 64 angle brace (or equivalent)
to be welded or bolted to a plate that —
is welded onto the 150 mm I-beam.

2.1 m min. (W/0 advisory sign)

300 mm amber signal indication

25 mm LB condulet (PVC)

1200 x 1200
SIGN

28 m min. (W/advisory sign)
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concrete class A, class B,

or packed dry.

25 mm PVC conduit

1020

Grounding lug
15 mm grounding conduit

50 mm conduit to handhole
and service point

FLASHING BEACON WITH WARNING SIGN,

ON

150 mm I BEAM

L Detector housing

500 diameter foundation typ.

89 x 64 angle brace (or equivalent)
to be welded or bolted to a plate that
is welded onto the 150 mm I-beam.

3C/14 in 25 mm PVC conduit

Optional 600 x 600 advisory
speed sign (W13-1-A)

Attach conduit to wide flange
post using clamps located
at 1.2 m intervals (typ.)

[ 25 mm PVC conduit to go through
the top of the detector housing.
A rubber grommet will be used

Grounding lug (welded to beam web)

15 mm conduit (PVC, galv. steel or
paper mailing tube) for grounding

No. 6 bare wire for ground

Conduit & 3C/14 to
handhole & service point

__—~—50 mm conduit (galv. steel)

15 mm x 24 m ground rod

GENERAL NOTES

See Standard Drawing 802-SNGP-01
through 10 for breakaway details and
dimensions. Use post size W 150 x 13.

All dimensions are in mm unless otherwise specified.
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